
Work Order (Bid Form)

WO/18018UE-1830/1Work Order Name:

Work Order Type:

WORK ORDER INFORMATION

Weatherization

Client owns a trailer house
house has been vacant for many moth
all window sill are rotten
client has rotten eve vent 60 l. ft
sq ft is 28' x 70'= 1960
the dusts are leaky around 2nd bath and living rm.
Kitchen and materbath leaky 16.69 pa.
Need to add attic and repair ceiling 120 sq ft. approx.
The are under home wet creek runs beside home have to access other side of crawlspace 
front door hollow underneath you can se bottom side from that locaton approx area 3' of rehab
main door has multiple issue with light coming in.
Client has multiple std blubs
exhaust.

COMMENT

Company Name & License Number:

Contractor's Signature:

Audit (247)Audit Name:

CLIENT INFORMATION

Carter

18018UE-1830

Alt. Client ID:

Client Name: Address:

Client ID: ,    

AGENCY INFORMATION

howardh@uethda.org

Upper East Tennessee Human Development Agency 246-6180

301 Louis Street

Agency Phone:Agency:

Email Address:

Fax:Address:
Kingsport, TN   37662

Hoard, Howard (423) 246-6180Work Phone:Agency Contact:

Email Address:

Cell Phone:
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Measures
Infiltration Redctn

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment Caulk10 windows

Components Inspected

#

1

install caulk1 10EachLabor

Infiltration Reduction 
(caulk windows)

1 10EachMiscellaneous Su

Seal ducts leaky high 
16pa.

2 9EachMiscellaneous Su

mastic  Ducts2 9EachLabor

check for gaps in the 
truck lines

3 1Linear 
Foot

Miscellaneous Su

check for hole and gaps3 2HourLighting

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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DWH Tank Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

2

DHW Tank Insulation1 1EachHot Water Equip

DHW Tank Insulation1 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Lighting Retrofits LT1,LT2,LT3,LT4

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

3

Compact Fl.  - 13 Watt 
(Kicthen)

1 2Each 
Lamp

Lighting

Compact Fl.  - 13 Watt1 2Each 
Lamp

Labor

Compact Fl.  - 13 Watt2 3Each 
Lamp

Labor

Compact Fl.  - 13 Watt 
(Living Rm)

2 3Each 
Lamp

Lighting

Compact Fl.  - 13 Watt 
(Bedroom)

3 2Each 
Lamp

Lighting

Compact Fl.  - 13 Watt3 2Each 
Lamp

Labor

Compact Fl.  - 15 Watt 
Flood ( Bedroom)

4 2Each 
Lamp

Lighting

Compact Fl.  - 15 Watt 
Flood

4 2Each 
Lamp

Labor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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DWH Pipe Insulation

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

4

DHW Pipe Insulation1 1EachInsulation

DHW Pipe Insulation1 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Attic Ins. R-30 A1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

5

Attic Insulation  - Blown 
Fiberglass - R-30

1 1960SqFtLabor

Attic Insulation  - Blown 
Fiberglass - R-30

1 1960SqFtInsulation

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Floor Ins. R-19 F1

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

6

Floor Insulation  - 
Fiberglass Batts - R-19

1 1960SqFtInsulation

Floor Insulation  - 
Fiberglass Batts - R-19

1 1960SqFtLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

CO Monitor is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

7

Labor1 1EachLabor

CO monitor1 1EachHealth and Safety

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Rehab eaves

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment 3 section of eave need repair

Components Inspected

#

8

need to repair eave 20 
Ln Ft section

1 1EachConstruction Mate

repair eave1 20Linear 
Foot

Labor

repair eave2 25Linear 
Foot

Labor

need to repair eave 25 
Ln Ft section

2 1EachConstruction Mate

Repair 3rd section of 
eave 25 Ln Ft section

3 1EachCooling Equipmen

repair eave3 25Linear 
Foot

Labor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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repair (10) window sashes

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

9

Misc Material1 10EachUnspecified

repair window Facing for 
10 windows

1 10EachLabor

caulk inside of windows2 10EachMiscellaneous Su

install caulk to insie of 
windows

2 10EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

Replace front main door

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

10

Misc Material1 1EachUnspecified

remove and replace 
door (main) w steel 
insulated

1 1EachLabor

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail
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Smoke Detector is Needed

Material / Labor Units Qty Unit Cost

Estimated

Qty Unit Cost

Actual

TotalDescription / Comment Total

Measure

Comment

Components Inspected

#

11

Labor1 1EachLabor

Smoke detector1 1EachHealth and Safety

 Measure Sub Total: Sub Total:

 Field Notes:

Other Detail

 Work Order Grand Total: Grand Total:
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